
 

Roxbury Township Water System 

Lead Monitoring Requirements 
 
Roxbury Township operates the following three (3) water systems:  

 

Shore Hills System NJ1436003 ï This system serves the Landing/Shore Hills and Port Morris sections. 

The system obtains the source water from three (3) groundwater aquifer wells. We are required to sample 

the system water for lead once (1) every three (3) years. The last sampling was performed in July/August 

2018. Twenty (20) representative samples were tested.  Nineteen (19) of the results were well below the 

action level of 0.015 mg/l (15 ug/l) set by USEPA. One sample exceeded the action level.  This home was 

resampled and the result was less than the action level. Below are the results of all twenty one (21) 

samples. 

 

  



Skyview System NJ1436004 ï This system serves the Kenvil, Ledgewood, Mooney Mountain and 

Lookout Mountain sections. The system obtains the source water from the Morris County MUA and from 

four (4) groundwater aquifer wells. We are required to sample the system water for lead twice (2) every 

year. The last sampling was performed in March 2020.  Forty one (40) representative samples were 

tested. Thirty-eight (38) of the results were well below the action level of 0.015 mg/l (15 ug/l) set by 

USEPA.  Two (2) samples exceeded the action level.  Both homes were resampled and the results were 

less than the action level. Below are the results of all forty-two (42) samples. 

  


